Abstract: Cantone Ticino, a mountainous region located in the southern part of Switzerland, is greatly affected by the continuous growth of subsurface exploitation through the use of both closedloop and open-loop geothermal systems. In this study, techno-economic maps for shallow geothermal potential of Cantone Ticino are produced, considering closed-loop systems. The work starts with the identification of the main parameters affecting the techno-economic potential such as GST and thermal conductivity. Maps for different indicators of techno-economic feasibility are created and compared against real data/measurements. An empirical method is tailored to derive a map of the techno-economic geothermal potential, expressed as meters required to provide 1 kW of installed power. The produced map shows an overall discrepancy from real installed length data of approximately ±23%. Moreover, compared with current regulation, the produced maps show an unoptimized management of the shallow geothermal resource, since high potential zones are commonly located where the installation of BHE is not permitted and often closed-loop systems are installed where the estimated potential is lower, mainly in alluvial fans. In light of these considerations, the authorization process in Cantone Ticino for BHE should be revised taking into account the real techno-economic potential.
Introduction
Low enthalpy geothermal energy is a renewable energy that is becoming widely exploited within Europe, especially through the use of closed-loop systems. These systems exchange heat with the subsurface by means of a thermo-vector fluid, which circulates in a plastic pipe installed in the subsurface. It is a safe technology which proved to be very efficient and economically advantageous during the years given a proper design and installation. This technology is relatively mature but it is not cheap, since the installation costs are the main constraints that reduce its deployment throughout the entire Europe and economic benefits are noticed after years of operation.
Switzerland is one of the most advanced countries from the low-enthalpy geothermal energy standpoint. The state-of-the-art drilling techniques, the favorable geological and thermal conditions, the consistent know-how owned by the sector experts make this technology one of the most popular between all the available renewable energies, with the highest spatial density of probes in the world [1] . The last two decades (approximately from 1997 to 2017) have led to the current massive subsurface thermal exploitation by means of both closed-loop and open-loop geothermal systems. As a consequence, the region currently hosts a large number of geothermal installations, with an overall density of approximately 1.5 probes/km 2 . Considering only main aquifers, where the majority of population lives, this density increases to 16 probes/km 2 . Considering main cities, the value rises to 44 probes/km 2 . This large amount of installations subsequently arise issues regarding short mutual distances or adjoining probe fields that will influence ground temperatures and system performances in the long term [4] . Shallow geothermal energy development in Cantone Ticino will be increasingly important, since at least 20% of energy requirements for new buildings will have to be provided from renewable energies as stated in [5] . Currently Cantone Ticino uses 28.9% of produced energy for building conditioning [6] . According to 2016 data, the annual energy demand for residential buildings is 3.398 GWh, equivalent to 35.6% of Cantonal consumption. Approximately 80% of this energy is used for building conditioning (2760 GWh in 2016) and 20% for electrical devices and lighting. The main energy source used for heating is heating oil (55.5%). The other sources are: natural gas (18%), electricity (11.9%), wood (7.6%) and, combined, solar thermal, heat pumps and heat from waste (7%). As a rough estimation, CO2 emissions produced by residential buildings in Cantone Ticino are quantified in 562,000 tCO2/year, of which 449,600 tCO2/year are emitted from heating.
Closed-Loop Systems in Cantone Ticino Diffusion And Licensing Process
In 1997, less than 10 probes were installed and registered, according with [7] , while by 2005 this number had grown to more than 2000. During the last 12 years, from 2004 to 2016, requests for new geothermal system permits (both closed and open, small to large systems) went from 30 per year to more than 100 per year, with peaks of 140 per year in 2011 and 2012. Currently new requests for thermal use of the underground are a regular occurrence: the information is therefore stored in a specific database. The SUPSI-Institute of Earth Sciences (IST)'s geodatabase GESPOS (Surveys, Wells and Springs Management) [8] hosts more than 4300 georeferenced and indexed closed-loop geothermal probes distributed in more than 1100 installations. For each installation a series of administrative and technical information is collected. Data analysis allows estimating an overall closed-loop installed power of approximately 30 MW and an aggregate installed borehole length of approximately 550 km, proving a strong deployment of this technology. The majority of GSHP systems are located within Quaternary deposits (43%) filling glacial valleys, which constitute the main background for human activities and energy exploitation. A consistent amount of probes is also installed in gneiss (33%), granite (10%), limestone and green schist (6%). Figure 2a shows the frequency of each system type classified for its size: the most frequent types of installations are constituted of one and two probes (respectively 27.6% and 30% of the total). Systems constituted by more than 10 probes represent only 7.5% of the total, but they account for 35% of the overall number of probes. Figure 2b presents the average total power per number of probes in the system. The weighted mean heating capacity observed in Cantone Ticino is approximately 25 kW. A power regression between installation power below 100 kW and probes number was found (R 2 = 0.956): according to this regression, for a mean heating capacity of 25 kW a representative system was constituted of four probes. This scenario was considered as referential for further simulations presented in this paper.
The authorization process of closed-loop systems is based on restrictions arising from the enforcement of the Swiss water protection act and ordinance [9] and contained in [10] : an excerpt of this regulation is shown in Table 1 . It states that new closed-loop systems cannot be installed within S1 and S2 wellhead protection zones and as a rule they are not allowed even in S3, except for specific situations. They are always allowed in üB ("übriger Bereich") remaining territory where there is no occurrence of exploitable groundwater. Within the Au (exploitable groundwater) sector, generally geothermal probes are not allowed except for "sacrifice areas" where the presence of conflicts precludes groundwater exploitation for drinking purposes [11] . In these areas the great presence of conflicts (sewers, industries etc.) precludes a creation of groundwater protection areas in compliance with the regulation: any thermal use of the underground is therefore admitted. ) forbidden but could be waived if it is a particular case; (2) can be authorized if a detailed hydrogeological report identifies the future limits of the S3 protection zones; (4) the installations must be realized at least 2 m above the maximum piezometric head level; (5) no direct-expansion heat pump; (7) if circuits are located in the soil (horizons A or B) and not in the subsoil, an authorization can be granted; (6) authorized only if specific geophysics and hydrogeological studies state that there is no threat for groundwater.
A case-by-case analysis of environmental impact assessment for every GSHP system can be a difficult, time-consuming and expensive task, so a detailed and verified map of the techno-economic potential can be useful. Cantone Ticino adopts a "rule of thumb" to prevent potential interferences among neighboring installations: new systems must be installed at a distance of at least 5 m from the edges of the parcel they are installed in. In this way adjacent parcels should have two neighboring geothermal systems which are at least at 10 m distance, ideally preventing from potential thermal interferences. The estimation of the suitability for closed-loop GSHPs and its mapping is important from an economic and decisional standpoint, since it could give precious advices on how to regulate its deployment and could allow a better management of thermal resource. The aim of this paper is to give some indications to improve the current authorization procedure of GSHP systems, by adopting more dynamic and physically robust methods which also account for the extractable potential. This approach would better balance environmental, technological and legal aspects on a spatial basis. This procedure is achievable by using Geographic Information Systems (GIS), which are powerful tools that can manage numerous and large spatial data, performing computationally demanding calculations. The aim was to obtain quality products with high spatial resolution even for large territories.
Low Enthalpy Geothermal Potential Mapping in Literature
The scheme proposed by the United States National Renewable Energy Laboratory (NREL) [12] , summarizes a clear concept of "potential" referred to a renewable energy. The technical potential of a renewable energy is stated as the "achievable energy generation of a particular technology given different constraints". At the base of the pyramid there is the physical theoretical energy extractable or generated by the renewable source, which is always limited by the technological means and by the expertise. In particular, for shallow geothermal systems, the extractable energy is limited by the COP/EER of the heat pump, by probe material and grouting. Technical potential is limited by economic potential, since a high-performance technology could be economically disadvantageous due to high fuel consumption, high material production costs or high labor costs. The top of the pyramid is represented by market constraints, which commonly represent policy implementation, regulatory restrictions, competition with other technologies, investor response and the attractiveness of the resource perceived by stakeholders. In particular, this last aspect has become more and more important in the last years to promote renewable energy solutions.
In the past decades few research papers focused on the estimation of shallow geothermal potential, especially through mapping procedure. Only recently this topic has gained visibility, clearly proving that the spatial management of shallow geothermal systems (both open and closed) is becoming more relevant at local or regional scale.
A shortlist of papers focusing on this topic could begin with the work from [13] , which gives suggestions on the parameters to consider for the assessment of the potential, such as the percentage of heat demand that could be satisfied by geothermal systems, maximum allowable drilling depth and potential reduction of CO2 emissions.
The work from Garcia-Gil et al. [14] uses analytical formulas to calculate the Low Temperature Geothermal Potential (LTGP) for both open and closed systems. The mapping work from Bertermann et al. [15] estimates the Very Shallow Geothermal Potential (vSGP) for horizontal systems. A great amount of data coming from different scientific areas had to be homogenized and implemented into an online GIS. The work from Gemelli et al. [16] proposes a methodology to map economic factors affecting GSHP systems such as energy cost, payback time, €/kg, CO2.
The work from Casasso et al. [17] estimates both open-loop and closed-loop potential for the Province of Cuneo (Italy), calculating the amount of extractable energy from the underground, by means of a specifically tailored analytical equation. The work from Arola et al. [18] estimates the open-loop potential of Finnish aquifers based on both physical properties of aquifers and the efficiency of heat pumps. The paper from Viesi et al. [19] proposes a comprehensive work that is aimed at deriving the geo-exchange potential in the Adige Valley (Italy), by using a large amount of collected data, including hydrogeological, climate and lithostratigraphic information.
Detailed work at small-scale by Galgaro et al. [20] estimates the geo-exchange potential through a comprehensive characterization of the subsurface and of the energy request from a reference residential unit.
In this paper the required BHE length that could satisfy an assigned energy requirement was considered to be the minimum index that could better describe both natural and technological constraints. From this indicator it was also possible to estimate the capital cost of the GSHP installation, which in turn allows producing economical and market index maps. The modeling part of this paper is inspired by the work from Galgaro et al. [20] , especially the use of EED software [21] and the empirical relations between 3D parameters.
The work procedure followed both an empirical and a regulatory/standard approach: in particular, some formulas used to evaluate temperature values (e.g., ground temperature) and energy demand parameters (e.g., the annual heating demand index) are taken from Swiss regulations/standards, such as SIA 384/6 [22] and MINERGIE ® , in order to have reference values that could be consistent for Switzerland. Also most of thermal conductivity values are taken from SIA 348/6 regulation, since few in-situ thermal measurements were available. The presented work forms part of the HORIZON2020 "Cheap-GSHPs" project, which aims at reducing the installation costs of closed-loop shallow geothermal systems. The work performed by SUPSI (partner of the consortium) on Cantone Ticino was useful to test at European level a mapping procedure to estimate the technoeconomic potential (for the description of the received funding see "Funding" section).
Natural Resource
The mapping procedure started with the identification of the main resource parameters affecting vertical closed-loop GSHPs operation, efficiency and dimensioning. For the considered study area, the investigated natural parameters were mean annual air temperature (MAAT) of the location, that affects ground surface temperature (GST), and thermal conductivity of the subsurface. Thermal conductivity was calculated separately for both outcrops and unconsolidated material, since they require completely different methodologies.
Mean Annual Air Temperature (MAAT) and Ground Surface Temperature (GST) Mapping
The initial part of the work involved the creation of a Mean Annual Air Temperature (MAAT) map for Cantone Ticino that could allow estimating Ground Surface Temperature (GST), a required input for EED software. In fact GST is used by the software to calculate ground temperature at half of the borehole length, using both thermal conductivity and heat flux information. 30 years climatic normal of GST direct measurements were not available for Cantone Ticino nor for Switzerland. A robust and homogeneous air temperature database was retrieved from the MeteoSwiss [23] . MeteoSwiss stations located within Cantone Ticino (with the exception of S. Bernardino and Grono ones) with annual average values measured at a distance of 2 m above ground and homogenized over the 1981-2010 period were considered for the development of the MAAT map. Table 2 shows the location of the used monitoring stations and the corresponding MAAT values. The mapping procedure was performed at a small region-scale, so only the effects of altitude were taken into account without considering latitude. A linear regression between altitude data and temperature data was performed, finding a regression formula with a Pearson R 2 factor of 0.95 that led to an error of approximately 7.4% (0.65 °C) between measured and estimated temperature. The discovered linear equation was:
The formula was applied to a 25 m Digital Elevation Model (DEM), obtaining the MAAT map for Cantone Ticino (Supplementary Material Figure S1 ).
As expected, valleys show higher mean annual air temperatures and this reflects on annual ground temperatures. In literature, as a good approximation, MAAT is commonly considered as equal to the undisturbed ground temperature [19, 20] . Ground temperatures maps are therefore usually derived by creating MAAT maps. To understand if this assumption could be valid for an Alpine region like the studied one, MAAT map was compared with undisturbed ground temperatures obtained from Thermal Response Tests (TRTs) executed in the region between 2010 and 2015 at different altitudes. For this specific case the absolute average shift between MAAT and undisturbed ground temperature was quantified in 2.3 °C as seen in Table 3 . This proved that the produced MAAT map was not suitable to be used as a ground temperature map. The magnitude of the measured gap between MAAT and GST depends on snow cover and on the latent heat of fused ground moisture [24] . GST greatly affects the heat exchange between the probe and the surrounding ground, so a careful evaluation is required. A correction factor taken from Swiss regulation was therefore applied on the created MAAT map in order to derive a GST one. According to SIA 384/6, which is the Swiss regulation for closed-loop systems, the investigated region was then subdivided into two portions, depending on elevation classes. For a pixel elevation <1000 m, the equation used for GST estimate was:
For an elevation >1000 m, the equation was:
Results from the GST mapping procedure are shown in Figure 3 . Five soil monitoring stations taken from [25] were used in order to compare the proposed reconstruction of GST with real measured data. Measured GST data consist of short time series of soil temperatures, aggregated monthly, at 0.1 m depth. Data comparison between mapped and measured GST is reported in Table  4 . The R 2 coefficient for the linear regression is 0.94, the overall discrepancy between measured and mapped GST can be defined as ±1.3 °C, with an RMSE of 1.4 °C. A second verification process was then performed: resulting GST map was compared with a robust approach proposed by Signorelli and Kohl (2004) for GST mapping calibrated for the entire Switzerland and valid for elevations ≤1500 m a.s.l. [24] . In the cited study the Swiss GST map was obtained by analyzing ground temperature data from 1984 to 2004 and determining GST dependence with altitude and with surface air temperature. A GST map was then built and verified against ground temperature values obtained by extrapolation from a large number of boreholes. Signorelli and Kohl's polynomial regression for elevations ≤1500 m a.s.l. was applied to the DTM: 
Stations above 1500 m a.s.l. were not considered for this approach, since over this altitude the polynomial regression is not reliable according to what they state in [24] . This comparison showed that GST reconstruction of the present paper was not dissimilar from the polynomial regression of Signorelli and Kohl. Giving this double comparison process, the produced GST map was considered to be suitable for further elaborations. More measured data could surely improve the reliability of this GST reconstruction.
Subsurface Thermal Characterization
The subsequent step was devoted to the thermal characterization of the subsurface, which is of fundamental importance when estimating a techno-economic shallow geothermal potential. To derive a thermal conductivity map the territory was split into two separate portions, depending on material type: outcrops and unconsolidated materials within monitored aquifers. The thermal characterization of these two subsets required different mapping approaches.
Outcrops
Thermal conductivity map of outcrops was built by using a 1:500,000 scale geological map provided by [26] . Recommended values of thermal conductivity were assigned to each specific lithology according to SIA 384/6; in presence of multiple lithologies within the same polygon, an average value of recommended thermal conductivity was assigned. Dolomite and Vulcanites outcropping lithologies in southern Ticino were assigned thermal conductivity values according to [27] , where λ measurements were performed in laboratory on field samples. The assigned thermal properties are reported in Table 5 . Thermal conductivity map of outcrops was compared with five TRTs performed in predominant rock (Supplementary Material Table S1 ). Results show that the mapped estimated thermal conductivity is lower in almost all locations (average error = +1 W/mK). A thermal conductivity map at this scale cannot consider local anomalies, heterogeneities or local groundwater flow which affect (frequently improve) thermal properties of the subsurface. This could imply that the mapped estimated conductivities could be systematically underestimated and the required BHE slightly overestimated. Only the main monitored aquifers were taken into account for the characterization of the unconsolidated portion: Magadino plain, Laveggio, Vedeggio, Valle Maggia and Chiasso. The used approach consisted in mapping the hydraulic conductivity and the shape of the groundwater table for each aquifer. The first reconstruction was useful to assign appropriate thermal properties to each zone, while the second reconstruction was useful to assess the depth of the groundwater.
The thickness of the vadose zone influences both the thermal conductivity of the subsurface and therefore the heat transfer rate as experimentally demonstrated in [28] . For monitored aquifers the shape of the water table between 2015 and 2017 was reconstructed by using mean annual hydraulic head data retrieved from a groundwater monitoring network composed of 110 monitoring points (10 automatic probes and approximately 100 piezometers/water wells). Groundwater data was used to estimate the thicknesses of both vadose zone and saturated portion considering a total of 100 m depth, which is commonly the typical depth of Borehole Heat Exchangers (BHEs). Using a wet/dry approach allows to more accurately describe the influence of vadose zone on λ values. This correction factor does not greatly affect zones with shallow groundwater but it is fundamental for deeper groundwater zones, such as alluvial fans.
The main assumption of the hydraulic conductivity map was that values obtained from pumping tests (in form of log10 k and the back-transformed k, where k is the hydraulic conductivity) could be considered as representative of all the subsurface column down to 100 m depth. This assumption is congruent with a mapping procedure for a 2800 km 2 region with output maps scale of approximately 1:400,000-1:500,000. Bedrock occurrences within 100 m depth were not considered, since not enough bedrock depth information (only few logs for all aquifers) was available. 556 hydraulic conductivity values measured from pumping tests were therefore analyzed and log10k was computed. If some wells showed more than one value of measured k (15 of 556) at different depths, logk averaging was performed. The computed hydraulic conductivity values were interpolated to create a continuous reconstruction. Ordinary kriging was chosen to interpolate between wells, since no trend within data was observed. The parameters used for both the realization of the experimental variogram and for the interpolation are reported in Table 6 . The interpolated data were backtransformed using the k = 10 logk relation. In order to assess the goodness and the reliability of the proposed reconstruction, two verification steps were performed. Firstly a leave-one-out crossvalidation was performed using the same dataset used for the interpolation. Then a second dataset of measured logk was used to compare the results: this second dataset is constituted of 409 surveys distributed fairly homogeneously within the whole investigated area. Results of the comparison between the interpolated hydraulic conductivity and the second dataset are reported in Table 6 . The target error to be achieved was a global error below 1 order of magnitude and preferably close to 0.5 orders of magnitude. In particular it was assumed that an error between measured and predicted log10k ranging from 0 to 0.4 could represent a proper estimate of k value, while values of log10k error between 0.4 and 0.7 could lead to a reasonable approximation of k values; values over 0.7 and 1.5 were symptoms respectively of bad and very bad estimates. The results were quite satisfactory since the MAE and RMSE were near 0.6 log10k orders of magnitude for both tests.
A reliability map was then created where deviation between measured and estimated values of hydraulic conductivity at different locations was reported. By using the aforementioned classification, 53% of the points (217 pts) were classified as "Good" (abs. error < 0.4), while 22.5% (92 pts) were classified as "Sufficient" (error between 0.4 and 0.7). The remaining 24.5% (100 pts) was classified as "Insufficient" or "Bad", since high errors were observed.
Observation classified as "Bad" are mainly located in the southern part, especially in Chiasso (2 values over 1.5), Stabio (3 pts) and Mendrisio (1 pt) (Supplementary Material: Figure S2 ). The interpolation reliability here is poor because of the few hydraulic conductivity data available in this aquifer so the results in this location have to be seen considering a greater bias.
The reconstruction of hydrogeological properties was the starting point for the thermal characterization of Quaternary deposits within monitored aquifers. Deposits were divided into fine, medium and coarse litho-textures, according with [29, 30] representative values of hydraulic conductivity, corresponding respectively to silt, sand and gravel. Hydraulic conductivity values between 1 and 10 −3 m/s were considered as "gravel", k between 10 −3 and 10 −4 m/s was considered as "sand" deposits and all other deposits showing k values below 10 −5 m/s were considered as "silt". Through this approach 58% of the aquifers were classified as gravelly, while the remaining portion was classified as sands (39%) and clays (3%).
The classified unconsolidated deposits were thermally characterized by assigning to each lithological class a referential λ value for both a completely wet and completely dry scenario (λ wet and λ dry). This approach was adopted since there are zones located mainly in the northern part of the study area (north of Magadino Plain) and in alluvial fans that are characterized by great groundwater depth. The weighted λ for each pixel was spatially estimated to be: A reference bottom elevation for the aquifer of 100 m below ground surface was adopted since no specific data regarding bedrock depth was available. A thermal conductivity of 2 W/mK was assigned to generic Quaternary deposits not belonging to monitored aquifers; it is a reasonable value given the low groundwater depth and the coarse-grained lithologies observed within the subsurface of Cantone Ticino (Table 5) . Gravels were assigned a dry thermal conductivity of 0.4 W/mK, 1.7 W/mK for completely saturated medium. Sands and silts were assigned respectively a dry/wet thermal conductivity of 0.5/2.3 W/mK and 0.6/1.4 W/mK.
The results of thermal conductivity reconstruction for both outcrops and sediments are reported in Figure 4 . Only one TRT data within unconsolidated material was available for the validation (Supplementary Material: Table S1 ). The TRT, located near Mendrisio (Laveggio aquifer), returned a λ value of 2.2 W/mK, while the mapped λ reconstruction returned a value of 1.7 W/mK in the same location. The error was therefore quantified in 27% which could be due to the convective contribution of groundwater flow, neglected in this study. A more detailed thermal characterization of the underground through real data would improve the map modeling and the final results.
Technological Constraints

Target GSHP System Characteristics
The estimation of BHE length is strictly connected to the identification of a reference residential unit that could represent a target building. A residential unit composed of 5 flats of 100 m 2 each (500 m 2 total) that represents the average surface of a flat located in Cantone Ticino was chosen as referential. The multi-family unit was chosen because it is the most common residential type of building observed according to [31] ; moreover the Cantonal energy master plan is designed considering a multi-family residential building whose heating is provided by heating oil [32] . The referential GSHP system has been identified in a four probe installation, with a heating capacity of 25 kW, as previously described in Section 1.1.
Hypothesized Energy Demand
An energetic index of 60 kWh/m 2 ·year was used as referential to estimate both the annual heat demand and the hot sanitary water (HSW) demand. A MINERGIE ® energy standard for refurbished buildings and not for new ones (38 kWh/m 2 ·year) was chosen in order to stay conservative and to avoid the underestimate of the obtained output BHE length. MINERGIE ® is a quality label used both for new and refurbished buildings that promotes a rational use of energy, the use of renewables and emission savings. This quality label is required for Cantonal or Confederation new buildings. The chosen MINERGIE ® index represents the energy demand for buildings that were built before 2000 and are planned to be refurbished.
The product of the MINERGIE ® index (60 kWh/m 2 ·year) for the considered reference area (500 m 2 ) resulted in 30 MWh/year including domestic hot water: the complete estimated monthly energy profile is reported in Table 7 . A summer cooling demand was not taken into account mainly because it could reinstate the thermal field, resulting in COP improvements and reduced simulated BHE length. This is justified since the climate classification for Cantone Ticino is Cfb (wet temperate climate with average summer temperatures <22 °C) therefore the cooling demand is low compared with the heating one, having long winter period and brief summer period.
Results
Required BHE Length Calculation
EED software was developed by Lund University for the modeling of vertical BHEs. In very large and complex projects, EED allows for retrieving the optimized required borehole length and layout before starting more detailed analyses. EED is based on g-functions, which depend on the spacing between the boreholes and on the borehole depth. In this paper EED was used to simulate 128 scenarios using a fixed set of system parameters that could represent a referential GSHP system (Table 7) where alternately GST, λ, heat flux and volumetric heat capacity were changed (Supplementary Material Table S3 ). The range of the values for each parameter partially represents the variability of each value within the mapped areas, but only the most frequent values observed in the most populated zones were taken into account. GST values from 3 to 10 °C were not considered in the simulations because the majority of the closed-loop systems in Ticino are located in zones where GST lies between 11 and 14 °C, therefore adding simulations for these locations would have been redundant. The choice of the intervals was also made in order to speed up computational times, avoiding the realization of thousands of simulations that would have not significantly contributed to the identification of the regression polynomial function. This described procedure allowed creating a good number of scenarios resulting in BHE length values that could be put into relation with GST and λ values (which were previously mapped in Cap. 2). 3D correlation between thermal conductivity, GST and required BHE length was better described by a 2nd grade polynomial function which produces a R 2 of 0.95 and a RMSE of 16 m (Supplementary Material: Figure S3 and Table S2 ):
Required BHE length = 1236 − 269.1 * λ − 34.83 * GST + 34 * λ + 2.47 * λ * GST (6) This polynomial regression was applied to GST and λ maps in order to obtain a continuous estimate of BHE length for the previously defined reference building. The resulting map of required BHE length ( Figure 5) shows that the potential is lower where the altitude is higher because it is strongly affected by the annual temperature of the underground. A higher potential is mainly located within the major valleys of Cantone Ticino, due to higher annual temperatures and due to the presence of groundwater at low depth. These areas are also affected by restrictions due to the presence of groundwater protection zones, which do not allow a complete deployment of new GSHP systems. The white spots represent the large number of lakes located within Cantone Ticino: there the potential was not mapped. To understand the reliability of this map the estimated BHE length of the map was compared with the real installed length observed in Ticino for 51 verified systems where heating demand is prevalent. These GSHPs are almost completely located in a portion of territory below 1000 m of altitude, but also four systems installed above 1000 m were observed. To perform this comparison, standardization for the installation power and for the number of probes was executed using the following proportion:
Real length = estimated required BHE length * real system power 25 kW
The BHE length estimated by the map has been corrected for the installed power. This proportion is possible because a linear correlation between cumulative installed BHE length and system power was observed within Cantone Ticino: the resulting map represents the amount of meters needed to obtain 1 kW of installed heating power (m/kW map). The comparison between measured/stated values of m/kW and estimated ones, reported in Figure 6a and Table 8 , show that installations with an estimated error ≤10% (27.4% of the total, 14 systems) are located homogeneously within the study area, from North to South and from West to East. 20 systems show an error between 10 and 25% (39.2% of the total), 14 systems (27.4% of the total) show a % error between 25 and 50, while the remaining three systems show values above 50% of error (6% of the total). Basically the same results were also obtained for systems above 1000 m of altitude: the method can be therefore reliable for different ranges of elevation. Results globally show that the created map has a semi-quantitative value at regional scale, with an overall average error of 23% equivalent to ±6 m/kW. Considering that the test area is approximately 3000 km 2 wide, results are satisfactory. The less performant aquifer results to be Laveggio, which requires on average 18.4 m to provide 1 kW of installed capacity, while the most performant aquifer is Chiasso, requiring on average 17.4 m/kW. These values must be considered by taking into account the incertitude of the estimated m/kW map, which is ±23%. Starting from this premise the estimated aquifers potential results to be quite similar: a general uniformity of geo-exchange potential can be hypothesized.
Economical Maps
Total Installation Costs and CHF/Kw
Another interesting topic was related to the estimation of an overall cost of the hypothesized GSHP referential system depending on its length. Different drillability values to each macro-lithology observed within Cantone Ticino and reported in Table 9 were assigned. These costs data came from an estimate made by SUPSI in collaboration with a drilling company. Drilling costs are approximately quantified between a minimum of 60% of the total installation costs for consolidated sedimentary rocks and a maximum of 84% for hard rocks. Drilling into hard volcanic rocks would cost more than drilling into sediments or sedimentary rocks. Probe cost and grouting costs refer to the installation of a double-U probe, which is the most common probe type used in Cantone Ticino. Labor costs are approximately quantified in 4% of the total cost while the disposal of the drilling mud in a controlled landfill (mandatory for Switzerland) represents 7% of the total cost. All these information plus estimates of labor costs and mud disposal were implemented in GIS environment and an installation costs map was produced (Figure 6b ). Cost estimates have to taking into account an average error of ±23% in m/kW evaluation. The final cost estimate including labor costs and mud disposal ranges from 70,000 CHF to 133,000 CHF for the identified referential residential system. At the moment of writing, 1 CHF or Swiss Franc is equal to 0.87€. This means that each apartment/family should spend between 14,000 ± 3200 CHF and 27,000 ± 6200 CHF (approx. between 12,000 ± 2760 and 23,500 ± 5400€) for the installation of the geothermal system, depending on location and on-site potential. The total costs were then divided by the installed heat capacity (25 kW) to calculate a specific capital cost (CHF/kW). An advantageous cost per installed kW of a GSHP system is estimated to be between 3000 and 3500 CHF/kW (2600-3000 €/kW). A potential user/stakeholder could also invest more money, approximately between 3500 and 4000 CHF/kW (3000-3500 €/kW), but the investment would become less and less profitable with longer payback periods and loss of attractiveness. Table 9 . Economic parameters for the costs estimate: the drilling technique used for consolidated sedimentary rocks and unconsolidated material was direct flush mud rotary while the drilling technique used within hard rock is down the hole-hammer.
Parameters
Hard A crucial topic was to assess the potential economic attractiveness of closed-loop shallow geothermal energy systems against the current heating systems in Cantone Ticino, which are mainly fossil ones (heating oil and natural gas, almost completely methane). The challenge was to spatialize this information, putting it on map. Global cost of the geothermal system were evaluated by mainly considering drilling depth and heat pump cost, plus the evaluation of maintenance and ancillary costs. The geothermal costs were compared with costs for fossil heating systems through the estimation of cumulative cash flows (savings and expenses) through an experimental MATLAB/Octave [33, 34] tool that could estimate a series of economic/environmental indicators. The economic indicators are the payback period (the time after which the investment starts being profitable), the Net Present Value (NPV) of the investment, which is an economic index used to preliminarily evaluate the profitability of an investment before actually doing it, determining the current value of all future cash flows generated by a project after accounting for the initial capital investment. The tool also calculates the amount of saved CO2 emissions against referential oil and natural gas systems. This tool was initially developed for the purpose of mapping procedure, but it is a stand-alone application that can be used by any type of user which would like to have a preliminary economic feasibility of its geothermal project against one relying on fossil fuels. The complete description of the tool is reported in [Supplementary Material, Economic tool]. The user provides the tool with a series of information concerning a closed-loop geothermal system and concerning the fossil fuel system (heating oil or natural gas) that he wants to use as comparison. The tool calculates the costs for each system and the savings between a geothermal system and the chosen fossil fuel one. The tool also returns a payback period: by performing a series of simulations a linear relationship between BHE length and payback period for both heating oil and natural gas was found, considering a period of 25 years for the calculation of the cash flow.
The empirical relations are:
Payback period heating oil (years) without economic subsidies = (0.0274 * required BHE length) − 4.2941 (8) Payback period natural gas (years) = (0.0273 * required BHE length) − 3.1912
Having a BHE length map and this relations allowed building experimental payback period maps, which are reported in Figure 7a for heating oil and in Figure 7b for natural gas. The maps show that the payback period time for the considered referential geothermal system mainly ranges from 7 to 15 years, depending on thermal characteristics of the underground and its temperature. Payback periods ≥ 14years are only observed at elevations >2000 m, where the very low population density renders this assessment largely irrelevant, or in alluvial fans.
As previously said, aquifers host a greater potential for the installation of GSHP systems, mainly due to their presence at lower elevations and due to their larger thermal conductivities, caused by low groundwater depth (except for alluvial fans). On average the most promising place to install closed systems would be Chiasso aquifer, which requires on average approximately 7 years and 6 months to payback the investment when replacing an old heating oil system, while the less attractive aquifer is Laveggio requiring approximately 8 years and 6 months to payback the investment. The presence of Cantonal subsidies for replacing the oil system with a new geothermal one would cut down the payback periods of approximately one year. Figure 8 . Map of profitability of the investment calculated for an economic analysis of 25 years. The areas where the investment would be profitable considering a discount rate of 3% (the return that could be earned per unit of time on an investment with similar risk) are reported in green. Red portion are zones where the investment in a closed-loop system would not be profitable, considering the NPV.
The payback period estimate for a natural gas system (Figure 7b) states that it will take more time to return from the initial investment, (usually one year more, at least), since a natural gas system has much lower installation costs and similar operating costs than a heating oil one. The mapped values of payback periods must be seen considering an average error of ±23% within the calculated m/kW maps, but the produced maps still can highlight regions with longer or shorter payback periods.
The last created map was related to the profitability of the investment calculated from NPV. This relation was estimated by running several simulations using the economic tool for both oil and natural gas systems, considering an economic analysis of 25 years and a discount rate of 3% (the return that could be earned per unit of time on an investment with similar risk). Results showed that NPV turned negative for both comparisons when the required BHE length depth was >500 m. Figure 8 reports this information by classifying the study area into "profitable" and "unprofitable" depending on required BHE respectively lower or higher than 500 m. When NPV is >0 the investment is profitable (it adds monetary value to the capital), otherwise it is unprofitable (does not add monetary value, the user should invest in some other projects). As expected, the map states that the investment in a new geothermal system compared to oil/methane system would be profitable in all valleys and aquifers and even at elevations of approximately 600 m a.s.l.
CO2 Savings
Swiss electrical energy is a type of low emission electric energy, because it is basically produced without fossil energetic vectors [35] . At the other hand the consumed electricity by the users has higher CO2 emissions, since the amount of CO2 emissions from the imported energy also have to be considered. Values of t/CO2 emissions per year contained in [35] were considered as referential and used in the estimation of total carbon dioxide emissions.
The economic tool contains a part devoted to the calculation of the CO2 emissions given different type of energy vector. It estimates the potential savings in CO2 emission by the adoption of a closedloop geothermal system instead of heating oil or natural gas one. This is explained more in detail in [Supplementary Material, Economic tool]. Comparing the geothermal solution against fossil fuel systems and considering a COP of 4 (used in all EED simulations), the amount of saved CO2 emissions would be 6.8 tCO2/year for heating oil and 4 tCO2/year for natural gas. Considering a COP from 3 (worst case scenario) to 5 (best scenario) the emission savings would range from 6.3 to 7.1 tCO2/year for heating oil and from 3.5 to 4.3 tCO2/year for natural gas. The calculation of the savings of CO2 emissions is conceptually useful only if the geothermal system is chosen as an alternative/replacement to current heating systems. New systems do not provide any emission reduction and the geothermal systems that replace fossil fuel ones must also operate with electricity coming from low to zero CO2 emissions, as happens for Switzerland.
Comparison of Produced Techno-Economic Maps with Available Regulation Maps
A comparison between m/kW map and the map related to closed-loop systems regulation is reported in Figure 9 . The figure shows four different locations that were chosen within Cantone Ticino: all images compare Au areas where new closed-loop systems are allowed to be installed (bordered in blue) with the estimated potential in form of m/kW map. In the second and fourth frame (upper right and lower right of Figure 9 ), two zones of the middle and southern part of Cantone Ticino are reported. The upper part of Vedeggio aquifer hosts a very low geothermal potential, mainly due to higher groundwater depth given the presence of many alluvial fans. The geothermal potential is observed to be very low, with consequent higher installation costs and operating costs due to deeper drilling and lower geo-exchange. The peculiarity of Au conflict zones is also that they are mainly located within alluvial fans or zones with high groundwater depth, with a consequently lower geothermal potential. The crucial aspect is that the areas where the installation of vertical geothermal probes is allowed often show a lower techno-economic potential. This means that the majority of BHEs are located in areas of low potential. At the other hand, results show that zones with higher techno-economic potential are interested by the occurrence of groundwater protection zones, where the installation of closed-loop systems is not allowed. Considering these results, it is clearly observable how the actual allocation of thermal resources reflects on the performances and costs of the systems. Given all the uncertainties that are intrinsic to a regional mapping as the proposed one, the allocation seems to be unoptimized, clearly raising regulation improvements.
Thermal interference and thermal resource management will be some of the most important topics to face in the next years: this could be assessed with more empirically verified maps. 
Discussion
Results showed that the referential building/GSHP system would require a BHE length between 400 and 700 m or, if expressed as an index, between 16 and 28 m for every kW of installed heating capacity (m/kW). Lower values of this index (and therefore a higher potential) are found within major valleys: this happens because the mean ground temperature is higher during the year and due to the shallower depth of the groundwater table, resulting in higher values of sediments thermal conductivity. m/kW map was compared against 51 real geothermal systems and the average error was quantified in 23% or ±6 m/kW. Further studies could focus on more detailed hydrogeological and thermal characterization of the subsurface using stored well logs and the detailed assessment of bedrock depth for each aquifer.
A spatial economic estimate of system costs was performed using documented prices and installation costs: it shows that this type of referential system could cost approximately between 80,000 CHF and 110,000 CHF (70,000 and 96,000€), with an estimated specific capital cost index between 3000 and 4500 CHF (2600 and 3900€) per installed kW (CHF/kW).
The estimated payback period for heating oil and natural gas systems ranges from approximately 7 to 15 years, depending on ground characteristics and air temperature. Regardless the intrinsic incertitude of the mapping process, natural gas systems require more time to be paid back compared to a heating oil system, because their capital cost is much lower than a heating oil system.
Sectors where new GSHP systems are allowed are often the locations where a lower geothermal potential is observed. This results in a non-optimized management of the geothermal resource that can lead to costs increase, efficiency decrease and potential loss of attractiveness of this renewable energy.
Moreover, in the next years, a strong interference issue between adjacent systems will probably occur, since closed-loop systems are only allowed in small portions of territory and a stable amount of new requests is observed. In light of these discoveries, a review of the current Cantone Ticino regulations regarding shallow geothermal energy and a more optimized allocation of the thermal resource should be strongly advised. Below some potential solutions (which do not consider the techno-economic-political feasibility):

Widening of allowable areas: would promote the installation in new areas, but this would result in an increase of new requests, posing a serious threat to groundwater quality (from a chemical and thermal standpoint);  Creation of large shallow geothermal systems that could do thermal storage plus district-heating: by creating new shallow geothermal installations in areas with high geo-exchange potential and by delivering the produced heat to areas having lower potential could optimize the management of the resource, since less geothermal systems in low potential areas would be needed. This solution could imply the use of Borehole Thermal Energy Storage systems, constituted of a large number of geothermal probes with short mutual spacing, which is beneficial in order to avoid leakage of heat/"cold" outside the borehole array [36] .
Given the complexity of the input parameters and of the procedure, these mapping results are a good starting point for further analysis and characterization of the subsurface, in order to obtain more accurate maps. This could be done in the future through a systematic collection and publication by regulatory agencies of subsurface materials properties, through the development of an accessible database. In this way, map products would enhance regulatory efforts over time, as well as assist entities involved in the design and economic analyses of GSHP systems.
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